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1. Introduction 
This chapter deals with the problem of grid synchronization in the presence of several 
perturbations such as harmonics, voltage unbalance, measurement noise, transients and 
frequency deviation. The development of two synchronization structures is presented, one 
for single-phase systems and the other for three-phase systems. These schemes are based on 
the Kalman filter and all the aforementioned perturbations are incorporated, explicitly, in 
the problem formulation. A voltage analyser is also developed based on the three-phase 
synchronization structure. 
Determining the phase angle of grid voltages is important for many power conditioning 
devices such as active power filters, reactive power compensators, uninterruptible power 
supplies, distributed power generation systems, among others, that must be appropriately 
synchronized with grid voltages. Due to the dynamic nature of the power system, the 
synchronization method chosen must be capable of rejecting many perturbations inherent to 
the system, such as harmonics, voltage sags and swells, imbalance, frequency deviations, 
measurement noise and phase angle jump (Svensson, 2001; Karimi-Ghartemani & Iravani, 
2004; Blaabjerg et al., 2006). 
A traditional approach to the extraction of the phase angle is the use of closed-loop 
techniques, such as Phase-Locked Loops (PLLs) (Hsieh & Hung, 1996). For three-phase 
applications, the phase angle is usually obtained by means of the well-known synchronous 
reference frame PLL. Implementation of these methods is straightforward but they suffer 
from the presence of harmonics and voltage imbalance as described in (Chung, 2000). 
Further analysis of the behaviour of the synchronous reference frame PLL under distorted 
and unbalanced utility conditions can be found in (Kaura & Blasko, 1997), where some 
tuning recommendations are also made to minimize the impact of the harmonics and 
voltage unbalance in phase angle tracking. In (Timbus et al., 2006), an improved PLL, based 
on a repetitive controller, is proposed. This PLL has a simple structure and is capable of 
rejecting the negative sequence.  
Another closed-loop approach is the Enhanced Phase-Locked Loop (EPLL) (Karimi-
Ghartemani & Iravani, 2004). This structure is based on use of the gradient method and O
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three gains are used to tune the algorithm. Like the PLL, the choice of its gains will influence 
its tracking capability. Since there is no rule to guide the choice of gains, tuning them by trial 
and error can be tedious. The concept of the EPLL is further elaborated in (Rodríguez et al., 
2006) and a new Dual EPLL (DEPLL) is discussed. According to the authors, the DEPLL can 
lead to detection errors under certain grid conditions. The Dual Second Order Generalized 
Integrator-Frequency Locked Loop (DSOGI-FLL) was later proposed to overcome the 
drawbacks of the DEPLL. 
Open-loop techniques have also been described in the literature. In (Song & Nam, 2000) an 
approach based on weighted least-squares that is capable of rejecting the effects of the 
negative-sequence and of accommodating frequency variations is proposed. However, it is 
sensitive to the presence of noise and harmonics in the voltages and presents long transients 
in detecting frequency variations. Another simple method is the PLL based on low-pass 
filters (LPF-PLL) (Svensson, 2001). This method is simple but has shortcomings. The filtering 
process introduces a phase shift that must be compensated by a rotation matrix. The phase 
shift is a function of the frequency and, since this method does not consider frequency 
variations, full compensation of the phase shift is not possible. Voltage imbalance is also not 
considered and there must be a trade-off between harmonic rejection and convergence 
speed, defined by the cut-off frequency of the low-pass filters. Because of oscillatory 
behaviour, its use is not recommended for systems subjected to phase jumps (Svensson, 2001). 
The Normalized Positive Synchronous Frame (NPSF) is another synchronization method 
that is also based on low-pass filters and considers voltage imbalance and frequency 
deviations (De Camargo & Pinheiro, 2006). In this method, the cut-off frequency of the low-
pass filters tracks the grid frequency based on an adaptation algorithm. The main drawback 
is that the only tuning parameter is the convergence rate of the frequency identifier. Neither 
the convergence speed nor harmonic rejection can be modified since the cut-off frequencies 
of low-pass filters must be the same as the grid frequency. 
A possible alternative to extract the phase angle of a signal is the use of the Kalman filter 
(Kalman, 1960). This filter is well known due to its ability to deal with linear systems 
corrupted by uncertainties in the states of the plant as well as measurement noise. The 
spectrum of this type of noise is usually distributed over a wide range of frequencies which 
can be modelled as white noise (Gelb et al., 1996). The elimination of this perturbation by 
traditional filtering methods is not straightforward because of the significant phase changes 
that the signal can suffer. Since the Kalman filter is an optimal algorithm that considers this 
type of perturbation in its formulation, it is a promising alternative for extracting the phase 
information from a noisy signal of interest. 
Some authors have studied the relation between the Kalman filter and PLL (Gupta, 1975; 
Christiansen, 1994; Driessen 1994; Patapounian, 1999; Izadi & Leung, 2002). Synchronization 
methods based on the Kalman filter are mostly used in telecommunication systems and do 
not consider the presence of disturbances in the signal of interest, such as harmonics and 
voltage sags and swells that occur in the power system; nor are they appropriate for three-
phase systems. Another approach is the use of the extended Kalman filter (Svensson, 2001). 
However, the extended Kalman filter uses linearizations around the estimates provided by 
the filter. Since the linearizations are applied using the last available estimate, the 
propagation equations are only valid if the estimate is not very distant from the actual state 
(Boutayeb et al., 1997). Moreover, an arbitrary choice of filter covariance matrices together 
with initial filter states not sufficiently close to the actual states may lead to a filter that fails 
to converge (Boutayeb et al., 1999). 
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This chapter describes single and three-phase synchronization methods based on the 
Kalman filter. They are termed the Kalman Filter-Phase Locked Loop (KF-PLL) and were 
first introduced in (Cardoso et al., 2006) with further developments presented in (Cardoso et 
al., 2008). As will be shown, the Kalman gain can be evaluated off-line, so that the filter can 
be implemented using fixed gains, simplifying its digital implementation. The proposed 
method is capable of generating synchronization signals even with input signals that 
contain harmonics and measurement noise. To achieve this, a mathematical model that 
considers the existence of harmonics in the signal, and also allows for the possible 
occurrence of transient voltages is used. As this model involves the grid frequency, the 
performance of the filter may be reduced if the grid frequency deviates from the value 
considered in the filter. Therefore, the fundamental grid frequency is also identified and is 
used to update the mathematical model used in the filter. The identification procedure is 
based on the internal model principle (Francis & Wonham, 1976) in a way similar to that 
presented in (Brown & Zhang, 2004). However, the present identification method uses a 
modified input signal and, in contrast to (Brown & Zhang, 2004), the algorithm is entirely 
derived in discrete form. The first discrete implementation of such an algorithm appeared in 
(Zhao & Brown, 2004) but their derivation is not clear. In this chapter, the discrete derivation 
is presented entirely for a better understanding of its discrete implementation. For the three-
phase case, the possibility of voltage imbalance is also considered, and since the Kalman 
filter is an optimum algorithm, the results represent a good compromise between transient 
response and disturbance rejection. If the stochastic model of the process to be filtered is 
completely known, the obtained results are optimum according to several optimization 
criteria (Maybeck, 1979). Performance comparisons of the proposed synchronization 
structures with other methods presented in literature are available in (Cardoso et al., 2008).  
The use of the KF-PLL is also presented for purposes of voltage analysis, where several data 
about the grid voltages are extracted. For instance, harmonic content with their respective 
amplitudes, total harmonic distortion, positive, negative and zero sequence components, 
and further comments on synchronization with negative and zero sequences are also 
addressed.  
This chapter is organized as follows: Section 2 presents the Kalman filter equations. Section 
3 introduces the mathematical modeling of a signal with harmonics. The grid frequency 
identification is described in Section 4. The proposed synchronization methods are 
developed in Section 5. The use of the KF-PLL for voltage analysis is presented in Section 6. 
Digital implementation in a fixed point DSP TMS320F2812 is described in Section 7. Finally, 
the results of real time experiments are given in Section 8 and conclusions are presented in 
Section 9. 
2. The Kalman filter 
Consider a discrete linear dynamic stochastic system modeled by 
 kkkkk ȖΓxΦx +=+1 , (1) 
 kkkk υxFy += , (2) 
 1dim,1dim,1dim ×=×=×= prn kkk Ȗyx , (3) 
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where kȖ  and kυ  are independent Gaussian white noise sequences with means and 
covariances given by 
 { } { } ijiTjii EE δQȖȖȖ == ,0 , (4) 
 { } { } ijiTjii EE δRυυυ == ,0 , (5) 
 { } { } { } jiEEE TjiTjiTji ,,0,0,0 ∀=== xυxȖυȖ , (6) 
where {}⋅E  denotes the expectation mathematical operator and ijδ  denotes the Kronecker 
Delta function. The matrices kΦ , kΓ  and kF  have appropriate dimensions. 
Denoting by kk |1ˆ +x  the estimate of 1+kx  based on all the measurements up to k , the 
filtering equation as given in (Brown, 1992) is  
 ( )1|1||1 ˆˆˆ −−+ −+= kkkkkkkkkk xFyKxΦx  (7) 
where 
 ( ) 11|1| −−− += kTkkkkTkkkkk RFPFFPΦK  (8) 
is the Kalman gain and 
 Tkkk
T
kkkkk
T
kkkkkk ΓQΓΦPFKΦPΦP +−= −−+ 1|1||1  (9) 
is the covariance matrix of the estimation error of the vector xk+1 evaluated at time tk: 
 ( )( ){ }Tkkkkkkkk E |11|11|1 ˆˆ ++++Δ+ −−= xxxxP . (10) 
The initial conditions are given by 1|0ˆ −x and 1|0−P . Further details can be found in (Brown, 
1992). 
3. Describing a signal with harmonics  
To use the Kalman filter presented in section 2 a mathematical model that describes the 
process to be filtered is needed. Thus, to obtain a mathematical model that adequately 
represents grid voltage dynamics, a signal that contains only the fundamental component is 
initially considered; harmonic components are introduced subsequently. Hence, consider a 
signal with amplitude kA , angular frequency kω  and phase kθ  
 ( )kkkkk tAS θω += sin . (11) 
Let 
 ( )kkkk tAx k θω += sin1  (12) 
and 
 ( )kkkk tAx k θω += cos2 . (13) 
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Initially, consider kk AA ≈+1 , kk ωω ≈+1  and kk θθ ≈+1 . At the time skk Ttt +=+1  the signal 
1+kS  can be expressed as 
 
( )
( ) ( )sksk
kskkkkk
TxTx
xTtAS
kk
k
ωω
θωω
sincos
sin
21
1111 1
+=
=++= ++++  (14) 
where sT  is the sampling period. 
Additionally, 
 
( )
( ) ( ).cossin
cos
21
112 1
sksk
kskkkk
TxTx
TtAx
kk
k
ωω
θωω
+−=
++= +++  (15) 
To model amplitude or phase variations in the signal, a perturbation vector [ ]T
k21
γγ  in the 
system states is considered. The state-space representation of the signal then becomes 
 
( ) ( )
( ) ( )
kksksk
sksk
k
x
x
TT
TT
x
x ⎥⎦
⎤⎢⎣
⎡+⎥⎦
⎤⎢⎣
⎡⎥⎦
⎤⎢⎣
⎡
−=⎥⎦
⎤⎢⎣
⎡
+ 2
1
2
1
12
1
cossin
sincos
γ
γ
ωω
ωω
, (16) 
 [ ] k
k
k
x
x
y υ+⎥⎦
⎤⎢⎣
⎡=
2
1
01  (17) 
where kυ  represents the measurement noise. 
If there are n  frequencies in the signal kS , i. e.,  
 ( )∑
=
+=
n
i
ikkik kk
tiAS
1
sin θω , (18) 
the state-space representation of the signal becomes 
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2
12
2
1
2
12
2
1
12
12
2
1
0
0
γ
γ
γ
γ
BB
A
BDB
A
B
n
1
M
M
, (19) 
 [ ] k
kn
n
k
x
x
x
x
y υ+
⎥⎥
⎥⎥
⎥⎥
⎦
⎤
⎢⎢
⎢⎢
⎢⎢
⎣
⎡
=
−
2
12
2
1
0101 BA  (20) 
where 
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( ) ( )
( ) ( )⎥⎦
⎤⎢⎣
⎡
−= sksk
sksk
TiTi
TiTi
ωω
ωω
cossin
sincos
iM . (21) 
The perturbation vector [ ]T
knn 21221
γγγγ −A  models amplitude or phase variations 
of each harmonic component of the signal and its covariance is given by matrix Q, defined 
by (4). The covariance of the measurement noise kυ  is given by R  as defined in (5). 
The mathematical model (19)-(21) has the same form as the mathematical model (1)-(2) used 
in the Kalman filter. Note that this model needs the value of the angular grid frequency that 
may be subject to deviations from its nominal value. If the frequency considered in the 
mathematical model differs from the real value, the estimates provided by the filter will not 
be accurate. It is therefore necessary to identify the grid frequency in real time to update the 
model used in the Kalman filter. This is accomplished by the method given in next section. 
4. Real time frequency identification 
The grid frequency identification method proposed here is based on the internal model 
principle (Francis & Wonham, 1976), in which a stable closed-loop dynamic system is 
considered, as shown in Fig. 1, with 
 ( ) ( )( )zD
zN
zG =  (22) 
proper and coprime and a sinusoidal input signal Rω(z), i. e., 
 ( ) ( )( )
( )
( ) 1cos2
sin
2
2
+−== zTz
Tz
zD
zN
zR
s
s
R
R
ω
ωω ω
ω
, (23) 
if the unstable poles of Rω(z) are reproduced by G(z), i. e., D(z)=DR(z), then 
 ( ) ( ) ( )[ ] 0limlim =−= ∞→∞→ ssksk kTykTrkTe ωω . (24) 
 
 
Fig. 1. Dynamic system based on the internal model principle 
With these considerations, a possible transfer function G(z), for the dynamic system shown 
in Fig. 1, from which the frequency identifier is derived, is 
 ( ) ( )( ) 1cos2
cos
2
2
+−
−=
zTz
Tz
KzG
s
s
ω
ω
ω . (25) 
The transfer function (25) can be realized in state-space as 
 ( ) k
kskk
e
Kx
x
Tx
x
⎥⎦
⎤⎢⎣
⎡+⎥⎦
⎤⎢⎣
⎡⎥⎦
⎤⎢⎣
⎡
−=⎥⎦
⎤⎢⎣
⎡
+ ωω
ω
ω
ω
ω
0
cos21
10
2
1
12
1 , (26) 
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 ( )[ ] k
k
sk eK
x
x
Ty
k ωω
ω
ω ω +⎥⎦
⎤⎢⎣
⎡−=
2
1
cos1  (27) 
where kω , at 0=k , is initialized with the nominal value of the grid angular frequency. 
Subsequently, this value will be updated by the identification algorithm that will be 
developed to satisfy (24). The value of kω  will be the identified grid frequency. 
Let 
 ( )
kkkk k
tAr ωωωω θω += sin  (28) 
be a sinusoidal reference with amplitude 
k
Aω , angular frequency kωω  and phase kωθ  at 
time kt . Now, consider a reference as described by (28) with constant values for kAω , kωω  
and 
kωθ ,  i. e., 
 ωωω AAA kk ==+1 , (29) 
 ωωω ωωω ==+ kk 1 , (30) 
 ωωω θθθ ==+ kk 1  (31) 
and the model described by (26) and (27) with kω  constant, i. e., 
 ωωω ==+ kk 1 . (32) 
Then, if we define 
 ( ) ( )ss TTa ωωω coscos −=  (33) 
and 
 ( )sTb ωωsin= , (34) 
the state 
k
x 2ω , the output kyω  and the error ke  will converge to 
 ( )ωω ϕθω ωωω yky tAy k ++= sin , (35) 
 ( )
2
sin
22
2 ω
ω ϕθω ωωω xky t
ba
A
x
k
++
+
= , (36) 
and 
 ( )ωϕθω ωω exkek tAe ++= sin , (37) 
respectively, where 
 ( ) 2222
22
2 bKaK
ba
KAAy
ωω
ωωω ++
+= , (38) 
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 ( ) 2222
2
2
2
bKaK
a
AAe
ωω
ω ++= , (39) 
 ( ) ⎟⎟⎠
⎞
⎜⎜⎝
⎛
++= 222
2
arctan
bKaK
ab
y
ωωω
ϕ , (40) 
 ( ) ⎟⎟⎠
⎞
⎜⎜⎝
⎛
+−= aK
bK
x
ω
ω
ωϕ 2arctan2  (41) 
and 
 ( ) ⎟⎟⎠
⎞
⎜⎜⎝
⎛
+−= 22arctan aK
abK
ex ω
ω
ωϕ . (42) 
When the angular frequency of the driving signal is the same as the frequency considered in 
the state space representation of ( )zG , i. e., when ωωω = , kyω  will track the input signal 
k
rω by virtue of (35). Hence, from (37), in steady-state, 0=ke . Therefore, the error ke  
provides useful information for the identification of the angular frequency ωω  of the 
driving signal. 
For the proposed discrete model (26)–(27), considering ωωω ≈ , in steady-state, two 
orthogonal signals are obtained, 
 ( )ωωωω θω +≈ ktAy k sin  (43) 
and 
 ( ) ( )ωωω
ωω θωω +−≈ kt
A
x
k
cos
sin
2 . (44) 
Defining kφ  as 
 ωω θωφ += kk t  (45) 
then, the frequency ωω  can be obtained by 
 
s
kk
T
φφωω −= +1  (46) 
Using (43) and (44) leads to 
 ( ) ( )( ) ( )
k
k
xT
y
t
t
sk
k
k
2sincos
sin
tan
ωω
ω
ωω
ωω
ωθω
θωφ −=+
+= , (47) 
which gives 
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 ( )( )kk φφ tanarctan=  (48) 
To obtain ( )kφtan  in (47), we need to know the angular frequency ωω  of the driving signal, 
which is unknown. By putting ωωω ≈ , ωω  is replaced by ω . Hence, 
 ( ) ( )
k
k
xT
y
s
k
2sin
tan
ω
ω
ωφ −≈  (49) 
and 
 ( ) ⎟⎟⎠
⎞
⎜⎜⎝
⎛
−≈
k
k
xT
y
s
k
2sin
arctan
ω
ω
ωφ . (50) 
Instead of using (46) to obtain the derivative of kφ , (48) is used together with the definition 
of the continuous derivative of arctan. Then, the continuous values are replaced by the 
discrete ones available at time kt , with continuous derivatives approximated by 
 ( ) ( ) ( )
s
kk
Tdt
d ⋅−⋅≈⋅ +1 . (51) 
The derivative of arctan is given by 
 ( )( )[ ] ( )( ) ( )( )tdt
d
t
t
dt
d φφφ tantan1
1
tanarctan
2+= . (52) 
which, by replacing ( )( )tφtan  by its value at time kt as given by (49), using (26)–(27) and re-
introducing the subscript of time k , gives an estimate of the frequency ωω  of the driving 
signal denoted by 
kωωˆ ,  
 
( )
( )[ ] [ ]222
2
sin
sin1
ˆ
kk
k
k
yxT
exTK
T
sk
ksk
s
k
ωω
ωω
ω ω
ωωω
+
−≈  (53) 
giving the error kk ωωω −ˆ , 
 
( )
( )[ ] [ ] kssk
ksk
s
k
TyxT
exTK
T
kk
k
k
ε
ω
ωωω
ωω
ωω
ω
1
sin
sin1
ˆ
22
2
2 −=
+
−≈−  (54) 
where  
 
( )
( )[ ] [ ]222
2
sin
sin
kk
k
yxT
exTK
sk
ksk
k
ωω
ωω
ω
ωε
+
= . (55) 
Therefore, kω  can be updated by 
 k
s
u
s
kk
T
K
T
εωω 11 −=−+  (56) 
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giving 
 kukk K εωω −=+1  (57) 
where uK  is again a scalar value.  
Based on (57) the model (26)-(27) is updated. The structure of the identifier is shown in Fig. 
2, where the internal model is given by (26)-(27), the error kε  is given by (55) and the 
integrator is given by (57). 
 
 
Fig. 2. Complete structure of the frequency identifier with signals involved. 
Since the voltage measurements may be corrupted by measurement noise and harmonics 
and suffer from voltage sags and swells, the use of these measurements directly as 
k
rω  may 
result in undesirable behavior of the frequency identifier. To avoid this, the synchronization 
signal is used, which is generated by the structures proposed in the next section. As will be 
shown, these signals are already filtered and normalized. 
5. Synchronization methods 
5.1 Single-phase synchronization 
For single-phase synchronization, it is necessary to generate a signal in phase with the 
fundamental component of the grid voltage. From (19), it is clear that 
 ( )
kk kkk
tAx 11 sin θω +=  (58) 
and 
 ( )
kk kkk
tAx 12 cos θω += , (59) 
are the orthogonal components of the fundamental voltage phasor of the grid voltage. Its 
instantaneous phase is 
 
kk kkV
t 11 θωφ += . (60) 
From the Kalman filter described in section 2, with a mathematical model of the signal kS  
given by (19)–(21), the estimates of the components of the fundamental voltage phasor 
1|1ˆ −kkx  
and 
1|2
ˆ −kkx  are obtained. Based on these estimates, and assuming 0≠kA , the sine and 
cosine functions are given by 
www.intechopen.com
Grid Synchronization and Voltage Analysis Based on the Kalman Filter 
 
449 
 ( )
k
kk
k
r
A
x
k
V ωφ == −1|11
ˆ
sin  (61) 
and 
 ( )
k
V
A
x
kk
k
1|2
1
ˆ
cos
−=φ  (62) 
where 
 22
2
1 1|1|
ˆˆ −− += kkkk xxAk . (63) 
The angular frequency kω  needed in the mathematical model used by the Kalman filter is 
updated by the algorithm described in section 4. The reference signal 
k
rω is obtained from 
(61). This signal contains only the fundamental component of the measured signal and is 
normalized. The influence of harmonics or amplitude variations of the measured signal is 
therefore minimized. Fig. 3 shows the proposed single-phase synchronization structure. In 
this figure, the block termed the Kalman Filter is implemented by (7)–(9). The input of the 
filter, that is, ky  in (7), is the voltage measurement of the phase of interest. In Fig. 3, the 
input of the filter is represented by kv . The Kalman filter will provide the estimates of the 
harmonics included in the mathematical model (19)–(21) used to describe the signal. Since 
the interest is on the fundamental component, only the first two estimated states 
1|1
ˆ −kkx  and 
1|2
ˆ
−kkx  are used. These estimates are the two orthogonal signals used to obtain the 
synchronization signals as depicted in Fig. 3. 
 
 
Fig. 3. Single-phase synchronization structure. 
From (61) and (62) the instantaneous phase of the fundamental grid voltage component is 
found to be 
 ⎟⎟⎠
⎞
⎜⎜⎝
⎛=
−
−
1|
1|
2
1
1
ˆ
ˆ
arctan
kk
kk
k x
x
Vφ . (64) 
5.2 Three-phase synchronization 
In some applications, such as power conditioning equipment (Campos et al., 1994; Song & 
Nam, 2000), distributed generation (Karimi-Ghartemani & Iravani, 2004; Blaabjerg et al., 
2006), PWM rectifiers (De Camargo & Pinheiro, 2006) among others, it is desirable that the 
synchronization method be able to provide synchronism signals in phase with the positive 
sequence of the fundamental component of the grid voltages. 
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Given the fundamental phase voltages f
ak
v , f
bk
v  and f
ck
v , the positive sequence components 
can be obtained through (Fortescue, 1918) 
 
k
f
c
f
b
f
a
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 (65) 
where 
c
120j
e=α . Considering ( ) cc 90120
2
3
2
1 jj ee ⎟⎠
⎞⎜⎝
⎛±−=±  and defining 90S  as the c90  
phase shift operator, i. e., 
c
90
90
j
eS = , (65) can be rewritten as 
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 (66) 
The values of f
ak
v , f
bk
v  , f
ck
v  and their orthogonal components ( )f
ak
vS90 , ( )fbkvS90  and ( )f
ck
vS90  are obtained directly from the Kalman filter due to (58) and (59). That is, 
af
a kkk
xv
1|1
ˆ −= , bfb kkk xv 1|1ˆ −= , cfc kkk xv 1|1ˆ −=  and ( ) afa kkk xvS 1|290 ˆ −= , ( ) bfb kkk xvS 1|290 ˆ −= , ( ) cf
c kkk
xvS
1|290
ˆ −= , where the superscripts a, b and c indicate the filter associated to each 
phase. This avoids the need for additional filters to provide the phase shift required in the 
fundamental component to obtain the orthogonal components of the voltages. 
To obtain the synchronism signals, the positive sequence components are represented in the 
stationary reference frame αβ : 
 
k
c
b
a
k v
v
v
v
v
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⎥
⎦
⎤
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⎢
⎣
⎡
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⎡
−
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=
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⎤
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⎡
+
+
+
+
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3
2
30
2
1
2
11
3
2
β
α . (67) 
To simplify the transforms (66) and(67), they can be combined as 
 fabc2
f
abc1αȕ vTvTv kk S90+=+  (68) 
where 
 
k
f
c
f
b
f
a
k v
v
v
v
v
kk ⎥⎥
⎥
⎦
⎤
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⎢
⎣
⎡
=
⎥⎥⎦
⎤
⎢⎢⎣
⎡= +
++ f
abcαȕ vv ,
β
α , (69) 
www.intechopen.com
Grid Synchronization and Voltage Analysis Based on the Kalman Filter 
 
451 
 ⎥⎥⎦
⎤
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⎡
−
−−
=
4
3
4
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4
1
4
1
2
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1T , (70) 
and 
 ⎥⎥⎦
⎤
⎢⎢⎣
⎡
−−
−=
4
1
4
1
2
1
4
3
4
30
3
2
2T . (71) 
Therefore, considering 0≠+
kαȕv  the synchronism signals are given by 
 ( )
k
k
k
k
r
v
Va ω
αφ == +
+
+
αȕv
sin  (72) 
and 
 ( ) +++ =
k
k
k
v
Va
αȕv
βφcos  (73) 
where 
 ( ) ( )22 +++ +=
kkk
vv βααȕv . (74) 
The angular frequency in the mathematical model used by the Kalman filter is updated 
again by the algorithm set out in section 4. The reference signal 
k
rω  is obtained from (72). 
Fig. 4 shows the proposed three-phase synchronization method. Similar to the single-phase 
case, the signals 
ka
v , 
kb
v  and 
kc
v , in Fig. 4, are the inputs of three Kalman filters used to 
decompose the grid voltages of each phase in the harmonic components considered in the 
signal model. From each filter, the first two orthogonal estimated states are used by the 
positive sequence extractor block, i. e., f
ak
v , f
bk
v  , f
ck
v  and its orthogonal components 
( )f
ak
vS90 , ( )fbkvS90  and ( )fckvS90 . Note that to reduce the processing time, the positive 
sequence extractor and abc to αβ  blocks are combined as shown by (68). 
 
 
Fig. 4. Three-phase synchronization structure. 
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The instantaneous phase can be obtained from (72) and (73), 
 ⎟⎟⎠
⎞
⎜⎜⎝
⎛= +
+
+
k
k
k v
v
Va
β
αφ arctan  (75) 
while the amplitude of the positive sequence component is 
 ++ =
kk
A αȕv . (76) 
6. Voltage analysis  
In Fig. 4, which shows the structure of the three-phase KF-PLL, it can be observed that some 
information about the grid voltages can be directly obtained, for instance, fundamental 
components, harmonics, symmetrical components and frequency. This indicates that the KF-
PLL can also be used for purposes of voltage analysis. This section describes how the 
information provided by the different blocks of the KF-PLL can be used for this purpose. 
The three-phase KF-PLL uses three Kalman filters in its first block. Each filter is associated 
to one of the phase voltages. Based on these filters, it is possible to optimally extract the 
harmonics of each phase voltage and their orthogonal components. Hence, the amplitude of 
the considered harmonic component can be obtained straightforwardly as shown by (58), 
(59) and (63). In this case, the fundamental component was considered. Obviously, it can be 
extended to any harmonic component considered in the model (19)-(21). 
Based on the harmonic components extracted by the Kalman filters, the total harmonic 
distortion (THD) can also be evaluated in real time, that is, 
 
k
n
i
i
k
A
A
THD
k∑
== 2
2
 (77) 
where kA  is the amplitude of the fundamental component and kiA  is the amplitude of the 
i-th harmonic component. 
The detection of the symmetrical components is important for purposes of monitoring 
unbalance. In the KF-PLL, the positive sequence is promptly available. To measure the 
degree of unbalance, the negative and possibly the zero sequence components must be also 
detected. The zero sequence component can be obtained from 
 )(
3
10 f
c
f
b
f
ak kkk
vvvv ++= , (78) 
while its magnitude can be evaluated from 
 ( ) ( )2090200 kkk vSvA +=  (79) 
where 
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 )(
3
1
909090
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90
f
c
f
b
f
ak kkk
vSvSvSvS ++= . (80) 
The negative sequence components are obtained straightforwardly from 
 cbaivvvv ki
f
ii kkk
,,,
0 =−−= +− , (81) 
while its magnitude is given by 
 ( ) ( ) ( ) ⎟⎠⎞⎜⎝⎛ ++= −−−− 22232 kkk cbak vvvA . (82) 
Note that representing the negative sequence components in the αβ  reference frame,  that is, 
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the synchronization signals with these components can be  obtained by 
 ( ) ( ) −−−−−− ==
k
k
k
k
k
k
vv
VaVa
αȕαȕ vv
βα φφ cos,sin  (84) 
where 
 ( ) ( )22 −−−− +==
kkk
vvAk βααȕv . (85) 
Hence, the instantaneous phase of the negative sequence component is 
 ⎟⎟⎠
⎞
⎜⎜⎝
⎛= −
−
−
k
k
k v
v
Va
β
αφ arctan . (86) 
Similarly,  
 ( ) ( )
0
0
90
0
0
0
cos,sin
k
k
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k
k
V
A
vS
A
v
kk
== −φφ  (87) 
And the instantaneous phase of the zero sequence component is given by 
 ⎟⎟⎠
⎞
⎜⎜⎝
⎛=
0
90
0
0
arctan
k
k
V
vS
v
k
φ . (88) 
Further details on voltage analysis based on Kalman filter can be found in (Cardoso et. al., 
2007). 
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7. Digital implementation 
This section describes the digital implementation of the synchronization methods in a 32 bits 
fixed-point DSP (TI-TMS320F2812). Because of the finite word length and precision of the 
device, the IQmath library (Texas Instruments, 2002) was used to improve the performance 
of the algorithms. To determine the sampling frequency, two factors must be considered: 
calculation time and the sampling frequency usually used in the power electronic apparatus. 
If neither the calculation time nor the equipment sampling frequency impose restrictions, 
higher sampling frequencies will provide better results. The sampling frequency used here 
is 10.5 kHz.  
The mathematical model used in the Kalman filter incorporates the fundamental, 3rd, 5th, 7th 
and 11th harmonics. The covariance of the measurement noise is set to 2200V=R  while the 
covariance of the process noise is set to 2101005.0 VI ×=Q . In fact, in practice, both matrices 
Q  and R  can be identified by using whitening techniques as presented in (Mehra, 1970; 
Cardoso et al., 2005). 
To design the transfer function gain ωK , see (25), the natural frequency is set equal to the 
nominal angular frequency of the grid, i. e., sradn /377==ωω  and a damping coefficient 
707.0=ξ  is used. Therefore, from the well known relationships (Ogata, 1994) 
 nsTez ξω−=  (89) 
and 
 )(1 2 radTz ns ξω −=∠  (90) 
replacing the values of nω  and ξ  by those defined for them gives the roots of the closed 
loop characteristic equation, i. e., 
 025.0975.0 jz ±= . (91) 
From (91) and the closed loop characteristic equation, solving for ωK  we have 052.0=ωK . 
The gain uK  is responsible for the speed of convergence of the frequency identifier. For fast 
convergence, uK  must have a large value. However, a high value for uK  may lead to an 
undesirable behavior of the identifier. In the following experiments 20=uK . This gain 
provides a satisfactory performance for the integrator. 
When implementing the Kalman filter, it is necessary to evaluate the Kalman gain Kk, given 
by (8), for which the covariance matrix (9) must be computed at every sampling time k. Since 
the standards (IEC 60034, 1996; IEC 61000-2-2, 2001; IEEE Std C37.106, 2003) limit the range 
of frequency deviation in the grid, a fixed Kalman gain can be evaluated at the nominal grid 
frequency. This simplification imposes a negligible reduction in the performance of the 
Kalman filter when compared with the use of the Kalman gain evaluated for the actual grid 
frequency, as will be shown below.  
Considering Hzf 60=  and based on the values 2101005.0 VI ×=Q  and 2200V=R , 
previously defined, the following steady-state Kalman filter gain is obtained 
 
[
] 3102893.20486.215481.11161.210693.0
1727.211728.01721.210848.01726.21
60
−
∞
×−
−−=
TA
AK
. (92) 
www.intechopen.com
Grid Synchronization and Voltage Analysis Based on the Kalman Filter 
 
455 
Based on this gain, Fig. 5 shows the frequency response of the Kalman filter states 1xˆ  and 
2xˆ . The proposed synchronization schemes strongly reject the harmonics at the frequencies 
used in the mathematical model. At the fundamental frequency, the gains equal unity and 
the difference in phase is c0  and c90−  for the states 1xˆ  and 2xˆ , respectively. Figs. 6a and 
6b present the errors in magnitude, in dB, and in phase, in degrees, that arise when fixed 
gains are used. When fixed gains are evaluated for the nominal grid frequency,  i. e., 
Hzf 60= , both errors, in magnitude and phase, are negligible if the actual grid frequency 
is updated in the mathematical model of the filter. 
 
 
Fig. 5. Frequency response of the Kalman filter considering Hzf 60= . 
 
 
a) Error introduced by using fixed Kalman 
gains but considering Hzf 57=  in the 
mathematical model of the Kalman filter. 
 
 
b) Error introduced by using fixed Kalman 
gains but considering Hzf 63=  in the 
mathematical model of the Kalman filter. 
Fig. 6. Frequency response errors for different conditions of operation of the Kalman filter. 
8. Experimental results 
The single and three-phase synchronization methods were implemented in a fixed point 
DSP (TI-TMS320F2812) to evaluate their performance in real time. The Kalman gain used 
and sampling frequency are the same as described in section 7. Fig. 7a and Fig. 7b depict the 
synchronization signals obtained with the proposed single and the three-phase KF-PLLs 
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superimposed with the distorted grid voltage ( %8.5=THD ).Fig. 7c and Fig. 7d show the 
synchronization signals for a sinusoidal grid voltage. The good behavior of both proposed 
structures can be noted, even when voltage waveforms are distorted.  
 
 
a) Single-phase under distorted grid voltages (THD=5.8%) 
 
 
b) Three-phase under distorted grid voltages (THD=5.8%) 
 
 
c) Single-phase under sinusoidal grid voltages 
 
 
d) Three-phase under sinusoidal grid voltages 
Fig. 7. Synchronization signals obtained. 
The use of the KF-PLL for purposes of voltage analysis is exemplified in the following set of 
experimental results. Again, the results are based on a fixed point DSP (TI-TMS320F2812) 
implementation. The voltages are composed of a 220 V fundamental component and the 
following harmonics are present: 5th, 7th, and 11th, with amplitudes given by 0.3 p.u., 0.15 
p.u. and 0.09 p.u., respectively, referring to the fundamental peak value. Therefore, the total 
harmonic distortion of the voltages is %7.34=THD . At st 0832.0=  a voltage drop of 30% 
occurs in all phases. Additionally, an unbalance of 50% is considered in phase c. The KF-PLL 
was tuned considering: 2101001.0 VI ×=Q  , 220V=R , 20=Ku  and 052.0=Kw . 
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Fig. 8a shows the measured grid voltages while Fig 8b depicts the extracted fundamental 
components of each phase with their amplitudes. Note that the fundamental components 
are adequately detected. The same occurs with the peak values. The convergence of the 
signals is fast and occurs in less than one cycle. 
Fig. 9 presents the extraction of the harmonics in the measured signal with their amplitudes 
evaluated in real time. Note that the non-existent 3rd harmonic is also correctly detected.  
 
a) Measured  voltages. 
 
b) Fundamental components with 
amplitudes. 
Fig. 8. Measured grid voltages and fundamental extraction. 
a) Extraction of 3rd (non-existent) and 5th 
harmonics. 
 
b).Extraction of 7th and 11th harmonics. 
Fig. 9. Harmonic decomposition and amplitude detection. 
The detection of the symmetrical components is depicted in Fig. 10a. Until t=0.0832s the grid 
voltages are balanced and the negative and zero sequence are zero. After t=0.0832s, the 
voltages are unbalanced and the proposed method detects the presence of negative and zero 
sequences adequately. The amplitude of the positive,  negative  and  zero  sequences  are 
also correctly identified.  
Fig. 10b shows the generation of the synchronization signals with the negative sequence 
components of the fundamental voltages. It also presents the associated instantaneous 
phase. Similar results can also be obtained with the zero sequence component or any 
harmonic signal of interest. 
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Finally, Fig. 11 depicts the THD of the phase a voltage, evaluated in real time. It also shows 
the identified grid frequency, which due to the normalized signal used to drive the 
identifier, is practically immune to transients in grid voltages. 
 
a) Positive, negative and zero sequences. 
 
b) Synchronism signals with negative 
sequence and instantaneous phase. 
Fig. 10. Symmetrical components and synchronism signals. 
 
Fig. 11. THD and identified frequency. 
9. Conclusions 
This chapter presented a description of how the Kalman filter can be used to obtain the 
synchronization signals with the grid voltages as well as how it can also be helpful for 
voltage analysis. As for synchronization, the described methods are capable of dealing with 
signals corrupted by harmonics and measurement noise. For three-phase systems the 
method also considers voltage imbalance.  
To deal with voltage frequency variations, the fundamental grid frequency is identified in real 
time to update the Kalman filter model. It was shown that for frequency deviations within the 
limits allowed by several standards, fixed Kalman gains can be used, which simplifies digital 
implementation. The formulation of the proposed synchronization schemes deals explicitly 
with the following phenomena that can occur in a real system: presence of harmonics, voltage 
transients, measurement noise, voltage imbalance and frequency deviation.  
www.intechopen.com
Grid Synchronization and Voltage Analysis Based on the Kalman Filter 
 
459 
As mentioned, the synchronization methods can also provide information about the grid 
voltages such as harmonic analysis, amplitude detection, instantaneous phase, extraction of 
symmetrical components and frequency, useful for the analysis of power quality. 
The experimental results show that the proposed synchronization methods can be 
implemented without great difficulty in a fixed-point DSP. The implementation based on 
fixed Kalman gains simplifies the DSP implementation, and it was shown that the effect on 
performance of the fixed gains is small. 
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